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Copies to- -Subject PCP Transformers

Transformer S t a t us

TCI
TC2
TC3
TC4
TC5-
TC6
TC7
TC8
TC9
TCI 4
TC15
TCI 6
TC17
TCI 8
TCI 9
TC28
TC29
TC30
TC31
TC32
TC33

STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE
STORAGE

tent Vnltjfĉ fcl

24
22
18
13
8
8
8
5
5
6
5
5
*
*
*
11
10
9
12
12
13

PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM
PPM

31 GAL
31 GAL
31 GAL
100 GAL
100 GAL
100 GAL
19 GAL
19 GAL
19 GAL
150 GAL
150 GAL
150 GAL
9 GAL
9 GAL
9 GAL
154 GAL
154 GAL
154 GAL
20 GAL
20 GAL
20 GAL

TOTAL 21 UNITS (plus 16 oil switches which have not been tested)

* These were drained of fluid containing less than 50 ppm
and refilled with non PCB oil. They have not been retested
since.

Note: The Seattle East Terminal does not report these as
being stored or generated. It has come to my attention that
accumulations of such dangerous wastes must be reported if
stored over 90 days in volumes of 2200 Ibs or greater (180
days for 220 to 2200 Ibs.). Your advice on what action to
take would/be appreciated.
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